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GIM-TEST drustvo sa ogranicenom odgovornoséu Banja Luka G
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Certificate No:

Product:
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Applicant:
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It is valid until:
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Date of issue:
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CERTIFICATE OF CONFORMITY

01-616-01/23

Steel conical octagonal lighting columns, height
H=10m

"ATOM SANTEH" d.o.o0.
Ul. Todosija Paunov br.34, 2300 Kocani. R.S. Makedonija

"ATOM SANTEH" d.o.0.
Ul. Todosija Paunov br.34, 2300 Kocani. R.S. Makedonija

GIM-PRO 42/23-1
27.03.2028.

It is confirmed that the product test samples have been tested in
accordance with the standards: EN 40-2:2006, EN 40-3-1:2014, EN 40-
3-2:2014, EN 40-3-3:2014, EN 40-5:2003.

Based on the test results, which are presented in Chaptel 9 of the
project number GIM-PRO 42/23-1, we can conclude that the steel
conical octagonal columns H=10 m meet the requirements of these
standards.

27.03.2023.
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